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QUESTIONS SOLICITATION NO. W913FT-11-R-0032 — NON COMMISSIONED BARRACK

ATTACHED WE ARE INCLUDING THE QUESTIONS WE HAVE FOR THIS PROJECT, SOME OF
THEM MAY HAVE BEEN ASKED OR ANSWERED ON SITE BUT WE WANT TO HAVE THEM
CONFIRMED AND ALSO FOR OTHER CONTRACTORS TO KNOW THEM.

o AN AMENDMENT WAS PUBLISHED CHANGING THE DOLLARS AMOUNTS.IN THAT
AMENDMENT IT INDICATED " The purpose of this amendment is to correct the disclosure of
magnitude, and the price list.” IF PRICE LIST WAS CHANGED PLEASE SEND THE NEW
CHART.

The dollars amount was changed, due to in the first solicitation post it there was a mistake,
there are not any new chart.

o ARE THERE ANY SPECIAL WORKING DAYS AND HOURS IN THE BASE WE HAVE TO
ADAPT TO?
As was mention during site visit contractor can work every day 700AM to 5:00PM, if we need
more hours or difference schedule, it is only need to coordinate with Malgana base authorities.

o AS INDICATED ON THE SITE VISIT WATER COMES PUMPED FROM A MAIN WATER
BASE TANK AND WE WILL CONNECT TO A BASE WATER LINE OF 2" LOCATED 20 M
AWAY FROM THE SITE? IS THAT CORRECT?

IAW Item 3.8.1 Main Water Feed, 252.236-7001 CONTRACT DRAWINGS AND
SPECIFICATIONS, 52.236-3 SITE INVESTIGATION AND CONDITIONS AFFECTING THE
WORK

o AS INDICATED ON THE SITE VISIT WE CONNECT TO A BASE SEWER LINE OF 10" OR 12°
LOCATED 20 M AWAY FROM THE PROJECT SITE. THAT SEWER LINE GOES TO AN
EXISTING SEWER TREATMENT PLANT. IS THAT CORRECT?

Yes, sewer pipes goes to the existing waste water treatment.

o ENERGY. THIS PROJECT WILL BE CONNECTED TO THE 75KVA TRANSFORMER TO BE
INSTALLED IN THE OTHER CONTRACT FOR THE NON ENLISTED PERSONNEL
BARRACK SOLICITATION W913FT-11-R-0032IS ? LOCATED 200 M AWAY FROM THIS
PROJECT SITE? . IS THAT THE CORRECT DISTANCE? IS THAT CONNECTION
UNDERGROUND? OR AERIAL?

IAW Item 3.7.1 Electrical Facility Connection, 3.7 ELECTRICAL SYSTEMS, distance is minor
please verify with master plan drawing that was sent to all contractors.

o LAMPS: INDICATED IN THE SPECIFICATIONS THERE IS GENERAL INFORMATION OF
TWO TYPE OF LAMPS FLUORESCENT O OR INCANDESCENT. WHICH TYPE OF LAMPS
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ARE REQUIRED FOR THIS PROJECT? OR IF BOTH PLEASE INDICATE IN WHAT
LOCATIONS EACH.
IAW Item 2.1 Drawings, 2.1.3 Electrical Drawings.

o THERE IS A REQUIREMENT FOR 4 WATER TANKS OF 1.000 LTS EACH. IF WE CONTINUE
WITH THE SAME CAPACITY OF RESERVE CAN WE PROPOSE OTHER SIZE TANKS?.

IAW Item 2.1 Drawings.

o INDICATED IN THE SPECIFICATIONS YOU ARE REQUESTING FOR RAINWATER IN TWO
DIFFERENT PARAGRAPHS CHANNELS AND DOWNSPOUTS FOR THE ROOF BUT ALSO
CONCRETE CHANNELS. ARE BOTH CHANNELS GOING TO BE CONSTRUCTED? OR
ONLY THE ROOF CHANNELS?

IAW Item 3.6 Roof, 2.1 Drawings, 3.8.3 Rainwater Network. All drawings shall be developed by
an engineer certified in that particular discipline, and comply with appropriate codes. Once
approved all shall become part of the contract specifications.

o YOU ARE REQUESTING WATERPROOF STUCCO FOR WET AREAS AND FOR THE FIRST
30 CM OF ALL WALLS IN THE INNER SIDE OF THE BUILDING. DO WE ONLY QUOTE
THOSE? OR DO YOU WANT TO INCLUDE ALSO THE 30CM IN THE OUTER SIDE OF ALL
WALLS?

Inside and outside

o THE WINDOWS ARE SPECIFIED AS ALUMINUM AND BRONZE COLOR. IS THE BRONZE
COLOR FOR ONLY THE ALUMINUM OR ALSO FOR THE GLASS? THE DRAWING
INDICATE OTHER CHARACTERISTICS, WHICH ONE DO WE QUOTE?

IAW Item 4.6 Aluminum carpentry, glass shall be raw.

o THE MATERIALS TO QUOTE FOR THE FLOORS ARE THE ONES INDICATED IN THE
DRAWINGS "BALDOSAS DE GRANITO TIPO ALFA'FOR ROOMS, "PIZARRA NEGRA"™ FOR
RESTROOMS AND STAIRS AND CLAY TILES "GRES FOR EXTERIOR SIDEWALKS?

IAW item 4.2 Floor Tiles: Colors, styles, types and sizes must be approved by the PE a
minimum of eight (8) working days prior to installation.

o IN RESTROOMS , ROOF, AND OTHER PLACES THERE ARE DIFFERENT MATERIALS IN
THE DRAWINGS THAN THE ONES IN THE SPECIFICATIONS AND BIDDING CHART,
WHICH ONES ARE THE ONES WE NEED TO QUOTE AND PERFORM? DRAWINGS? OR
SPECS OR BIDDING CHART? SOME EXAMPLES OF DIFFERENCES ARE FOUND IN ALL
DOORS, ROOF MATERIAL, BLOCK MATERIAL, WINDOWS, AND PAINT ETC.

IAW SOW
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o ITEMS NOT DESCRIBED IN THE SPECIFICATIONS OR BIDDING CHART BUT INCLUDED
IN THE DRAWINGS NEED TO BE QUOTED? EXAMPLE RESTROOM WOOD FURNITURE,
ROOM CLOSETS

IAW 4.12 Bathroom furniture, this item is to include restroom furniture and room closets.

o THERE IS A DROP CEILING ITEM (4.11) DESCRIBED, IT INDICATES IT IS PVC, IS THE
DROP CEILING IS ONLY IN THE SECOND FLOOR?

IAW Item 4.11 Drop Ceiling and drawings, PVC Ceiling on second floor.

o ARE THERE ANY URBANISM INCLUDED IN THIS CONTRACT AS SIDEWALKS TO
CONNECT TO EXISTING ROADS OR OTHER AREAS? THE SAME QUESTIONS APPLIES
TO THE OTHER CONTRACT.

IAW Drawings and SOW

o THERE IS NO ITEM 4.4 AND 4.7 DESCRIBED. IS THERE SUPPOSED TO BE ONE? OR IS IT
A TYPING ERROR?

It is a typing mistake

o JUST TO INFORM THERE IS A NUMBERING PROBLEM IN ITEMS 5, THERE ARE SOME
NUMBERS MISPLACED OTHERS REPEATED AND OTHERS MISSING . WE ASSUME IT IS
ONLY A TYPING ERROR.

It is a typing mistake.



